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ABSTRACT
In this paper an experimental and numerical analysis has been conducted to study the effect of heat transfer and filed flow of two-phase flow (water
and air) through a rectangular ribbed channel. The study has involved the several values of heat flux (120,140,160 Watts), air and water superficial
velocity (1.096, 1.425, 1.644, 1.864, and 2.193 m/s) and (0.0421, 0.0842, and 0.1474 m/s), respectively. The distribution of temperature along the
channel was photographed using thermal camera and compared with numerical results . The experimental test system was fabricated of vertical
rectangular channel with cross section of (0.08m × 0.03m) and a length (0.7 m) to analyze the behavior of the mixture (water-air) over the heated
plate (semi-circle ribs ). The computational fluid dynamics CFD software was utilized to simulate the governing equations with initial and boundary
conditions. Results found that the ribbed channel give the high heat transfer rate compared to the smooth channel. The percentage deviation between
the experimental and numerical data is (1.0% - 6.0% ). The results proved that the flow is growing to become turbulent, eddies develop about the
heated plate (rib), the temperature at the outlet decreases and heat transfer coefficient improved by adding ribs, it also improved when the velocities
of the flow increased.
Keywords: CFD; Heated plate; Rectangular channel; Two-phase flow ; Turbulent flow
(2008) studied experimentally and numerically the pressure drop and
pattern for the flow of (water-air, and R-123 boiling) inside a
1. INTRODUCTION
hydrofoil based micro pin blade heat sink. Ansari and Arzandi (2012)
The two-phase flow (water-air) used in a wide range of application such
studied adiabatic two-phase flow (water - air) in downy and ribbed
as air conditioning, fields of energy, petroleum, refrigeration, nuclear –
rectangular duct at approximately the atmospherically situations. Three
power generation, mechanical industries, and heating systems, due to
ribs have several rises where they were placed at three various positions
its attractive characteristics such as high heat and mass transfer rates
in the duct to get three situations. Al-Turaihi (2016) performed
between phases, temperature homogeneity, and good mixing of phases.
experimental and simulation study of a pressure difference for twoRibbed channels are generally utilized for the improvement of
phase flow (air-water) about upright hydrofoil for several attack angles
convection heat transfer. The presence of ribs in the channels generated
through a rectangular expanding duct. Lim et al., (2013) examined
a turbulence flow and the thermal boundary layer thickness are reduced
experimentally the pressure drop of single-phase and two-phase under
by separating the laminar sub-layer if compared with the smooth
the adiabatic and heat transfer condition inside round glass pipes.
channel, and this drives to an increase in the heat transfer rate. This
Mohebbi et al., (2015) investigated numerically the characteristics of
work can be accomplished by maintaining the height of the roughness
forced convection heat transfer for Al2O3-water nanofluid at different
parts small compared with the dimensions of the (Manca et al., 2011;
Reynolds numbers and nanoparticles volume fractions, flowing inside a
Abed et al., 2015; Abed et al., 2015). Understanding the conduct of the
ribbed tube with different rib shapes and at different geometric ratios
mixture in rectangular channel with rib is requiring due to the common
(t/p) of ribs. Constant wall heat flux condition was applied and resulted
apparition of this phenomenon in a thermal engineering systems. Many
in constant heat rate of Q=10,000 Watts for all simulations. Kong and
researchers have used computational fluid dynamics (CFD) to
Kim (2017) studied experimentally the characteristics of two-phase
prophesy the hydrodynamics of the two-phase flow employing two
flow in a circular pipe. Al—Jibory et al., (2018) studies the effect of
approaches Eulerian Lagrange and Eulerian- Eulerian because the
entrance velocity of two-phase flow (air-water), and the position of
complexity of the two-phases movement and the interface amidst them
grooves on the heat transfer coefficient and the distribution of
is unknown and transient (Kumar and Natarajan 2009). Pinelli and
temperature over the test channel. Bhattacharyya et al., (2018)
Magelli (2000) studied the behavior of the mixture of liquid and gas in
experimentally and numerically investigated the characteristics of
high side rate reactors stirred with multiple hydrofoil impellers
convection heat transfer in a circular pipe supplied with twisted tape
pumping downward. Yang et al., (2000) used CFX approach (Latticewith Re ranging from (100 to 2000), the entrance angle of pipe (140º to
Boltzmann) method to study and simulate the hydrodynamics of Taylor
180º), and the twisted ratio (18 to 30). Kim et al., (2016) performed
bubbles in a tight duct. Qu and Mudawar (2003) studied heat transfer
numerical investigation to determine the effects of entrance velocity of
for flow boiling in a water-cooled Microchannel heat sink. Koşar
coolant flow on the characteristics of flow and convection heat transfer
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in a ribbed duct. Eiamsa-Ard and Promvonge (2009) studied the effects
of rib-grooved compound tabulator on the forced heat transfer
coefficient within a rectangular ribbed duct under a regular heat flux
condition. Manca et al., (2010) performed a numerical studied on air
forced convection inside a rectangular duct fitted with ribs with a fixed
heat flux applied on the bottom and upper external walls. BoulemtafesBoukadoum and Benzaoui (2014) investigated numerically the heat
transfer characteristics by adopting CFD approach through a solar air
heater fitted with semi-circle sectioned transverse rib roughness. Fifi et
al., (2012) conducted an numerical analysis to study the forced
convection heat transfer in a rectangular duct fitted with two shape of
ribs (square and trapezoidal) on the bottom wall using different coolant
fluids like (air, vapor, air/mist, and vapor/mist). Selvaraj et al., (2013)
theoretically formed a model to simulate flow of water with convection
heat transfer through a smooth tube and tube fitted with the three shapes
of grooves (circular, square and trapezoidal) using CFD approach.
Oleiwi and Al-Turaihi (2019) experimentally and numerically studied
the heat transfer characteristics and filed flow in vertical duct ribbed
with rectangular ribs . Three ratio of Rib height to the duct width
(0.083, 0.167, and 0.25) was studied .It was found that the heat transfer
rate increased as the e/w ratio increased. Salman (2019) presented a
numerical investigation of turbulent flow (nanofluids) to study the
effects of shapes of ribs on heat transfer and thermal performance
coefficients. Hong et al., (2019) investigated experimentally thermalhydraulic behaviors of air turbulent flow in a traverse corrugated tube
inserted with twin and triple wire coils.
In the present study, the experimental data has been matched with
a result achieved by ANSYS Fluent 15.0 and observed a good contract.
The main objective of this investigation is to study experimentally and
numerically the influence of using several values of the superficial
velocity of (water and air) and adding of rib inside the channel on the
temperature distribution and the forced local heat transfer coefficient.
Also, compare the experimental and numerical results of the ribbed
channel (semi-circular rib) with a smooth channel for a turbulent flow
inside a vertical rectangular channel subjected to a constant heat flux.

2.

record the distribution of temperature for the mixture of (water-air)
inside the channel. The experimental procedures are as follows:
1. The water enters the duct with the first value of the flow rate
from Table 1.
2. Heat the target region (ribbed plate) by supplying an electrical
power to heaters.
3. The desired temperature is established.
4. The air enters the duct with the first value of the flow rate
from Table 1.
5. Closing the air and water valves respectively.
6. Repeating the above steps for each value of water and air
flow rates.
Several values of water and air flow rates were utilized in order to
measure the temperature in various working conditions, as illustrate in
Table 1. Series of valves and by-passages were utilized to control the
flow rates of water and air before being measured by flow meters. The
water and air phases were blended in a mixing device before they
entered the channel.
Table 1 Working Conditions Values.
Water flow rate
(l/min)
2
4
7
-

Water superficial
velocity (m/s)
0.0421
0.0842
0.1474
-

Air
flow
rate (l/min)
8.33
10.83
12.5
14.167

Air superficial
velocity (m/s)
1.0964
1.425
1.644
1.864

-

-

16.68

2.193

MATHEMATICAL AND COMPUTIONAL
MODAL

2.1 Experimental Test
The test channel was structured to study the effect of the two-phase
flow (water –air) over semi-circle ribs on heat transfer coefficient in
vertical rectangular channel. Figure (1) illustrates the devices utilized
for the experimental test and measuring system. Perspex transparent
channel used with a rectangular cross section (0.08m × 0.03m) and a
length (0.7 m) to report the demeanor of the mixture (water – air) over
the heated plate (rib). Five taps along the side test channel were utilized
for temperature sensors that used to measure the temperature along the
channel. The semi – circle rib placed in the test section, as shown in
Fig. 2. The water pumped with maximum discharge of (0.00834 m3/s)
from the water tank and forced to the test channel. In order to control
the amount of water flowing a valve is used of (1 inch) diameter. Flow
meter that has ranges from (0 - 0.0005 m3/s) was utilized to measure
the amount of water flow rate. The air compressor with a specification
capacity (0.5 m3) and maximum pressure (16 bars) used to provide gas
phase (air) into the test section. Flow meter that has ranges from
(0.0000972 m3/s to 0.000972 m3/s) was utilized to measure and control
the amount of air flow rate. The electrical voltage provided into the
heaters by a power supply with a maximum voltage (260 V), with
Digital Power Analyzers was utilized to balance the electrical voltage
across the heaters. Two Heaters were placed at the outer surface of the
heated plate. A Sony digital video camera (DCR-SR68E model) was
utilized to record the flow behavior through the test channel. A thermal
camera with a high accuracy of ±2°C or ±2%, with dimensions/weight
8.8 × 3.1 × 3.4" (223×79×85mm) /< 12.9oz. (365g), was utilized to

Fig. 1 Schematic diagram of the present work

Fig. 2 Semi-Circle Rib
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1. .Turbulence mixture model
2. .Turbulence dispersed model
3. .Turbulence model for each phase
Depending on the deviation between experimental and numerical
results, being choosing the turbulence k-ɛ standard mixture model was
set for the two phases model which can be defined through these
equations (Fluent 2006, Habeeb and Al-Turaihi 2013)

2.2 Numerical Analyzing
For each experiment of the test, a numerical analysis was achieved
utilizing Ansys Fluent (version15.0). The model was considered a twodimensional rectangular geometry structure modeled with Ansys
Workbench 15.0, with the same dimensions as the experimental rig,
width of 3 cm with a height of 70 cm. The lower edge of the test
channel is divided into nine pieces to represent the entrance of water
and air into the pipe as shown in Fig. 3. Quad/tri mesh was employed to
produce 2281 element and 2531 node.
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Where ɛ is the turbulent dissipation rate, Gk is the generation of
turbulence kinetic energy, and σ is the turbulent Prandtl number for κ
and ɛ .
The turbulent viscosity, μt,m , and the production of turbulence kinetic
energy, Gk,m, are computed as following:
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The model constants can be seen in Table 2.
Table 2 Model Constants.

Fig. 3. Two-phase Problem Description.
The Continuity, momentum and energy of two-dimensional steady state
forced convection flow equations are:
The Continuity equation is:

∂
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Where υdr,k is the drift velocity for secondary phase k:
The energy equation is :
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Left side wall of the smooth and ribbed rectangular channel at semi circle rib was exposed to a constant heat flux. While the remaining
portion of the channel wall was set to be adiabatic.
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The lower edge of the channel represents the entrance to the channel.
The superficial velocities of water and air are used as the inlet boundary
condition, which is set as:
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Where n is the number of phases , F is a body force, and μm is the
viscosity of the mixture, which is given by:

∂
∂t

Value

Based on the basic two-phase turbulent flow experiments, these default
values were determined. Equations (1)-(10) are solved using nondimensional initial boundary conditions:

ρk

k

The constant

υ k ( ρ k Ε k + Ρ )) =

(6)

Where Keff is the effective conductivity, Kt where is the turbulent
thermal conductivity. The first term on the right-hand side of Eq. (6)
represents energy transfer due to conduction. SE includes any other
volumetric heat sources.

2.3 Turbulence Model
Ansys Fluent 15.0 displays three methods for k-ɛ turbulence model in
the two-phase flow which are:

3

The upper edge of the channel was set as outlet pressure. The internal
zones that shared common faces did not require any In order to prove
the validity and accuracy for the turbulence model and numerical
procedure for this work, previous work for (Jalghaf et al., 2016) has
been performed. Ansys Fluent 15.0 is used to calculate numerically the
exist temperature for the mixture around a two-dimensional heated
body (Circular-Cylinder) in a horizontal rectangular channel of
dimensions (8×3×70 cm). The numerical temperature that was found
was compared with the experimental temperature from the work of the
other researchers. The validation trials were performed for 12 tests
which consisted of (heated body, three air discharge (0.0972, 0.139, and
0.278 m/s), two water discharge (0.0334, and 0.167 m/s), and one heat
flux (506 Watts).
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As the heat flux increased from (140 Watts to 160 Watts), and air
superficial velocity increased from (1.0964 m/s to 2.193 m/s),
respectively, the value of temperature difference increased.

Fig. 4 Comparison between the Experimental and the Numerical
Values of exist Temperature for (Jalghaf et al., 2016).

3.

RESULTS AND DISCUSSIONS

(a) Heat Flux=140 Watts

The temperature distribution across the duct as well as the heat transfer
coefficient was found experimentally and numerically.
The effect of water superficial velocity is presented as pictures and
temperature - length graphs. The temperature was measured at five
points along the test channel. The experimental heat transfer coefficient
was computed utilizing Eq. (11)
h= q/∆T
(11)
The temperature difference that used in this equation is (Ts-Tb), Ts is
the temperature of the heat plate which is measured by thermocouples.
The bulk temperature (Tb) at location Y along the streamwise direction,
and It was calculated assuming a linear working fluid temperature rise
along the rectangular channel and is defined as (Islam et al., 1998;
Ghorbani-Tari 2014)
(12)
Tb = Ts + (Tout-Tin) Y/L
Where Ts, Tin and Tout were read from thermocouple output.
3.1 EFFECT OF SUPERFICIAL VELOCITY

(b) Heat Flux=160 Watts

Fig. 5(a) and (b) offers the effect of air superficial velocity on the
temperature profile for different values of heat flux, with respect to the
length taken from the air injection. When air superficial velocity
increased, the temperature decreased, due to the reduction in the time
residence of the mixture and increase the amount of air inside the
channel, and adding of ribs provide a surface area for heat transfer and
interrupt the development of the boundary layer and create turbulent
flow inside the channel. These figures display a comparison amidst the
experimental and the numerical data, were solid and dotted lines
represented the experimental and numerical data, respectively. The
numerical data were taken at the same point where the temperature
sensor existing experimentally.
As the air superficial velocity increased from (1.0964 m/s to 2.193
m/s) at constant water superficial velocity and heat flux (0.0421 m/s
and 140 Watts), respectively, the value of temperature difference
decrease from (19.2 ºC to 15.8 ºC). There is a deviation amidst the
experimental and the numerical data about (1 – 8 %) because the flow
enters into the test channel in a different way from that in the actual
test.
The temperature difference behavior, it can be noted that, the
temperature difference decreased as the air superficial velocity
increased according to the relation:
=
q m • cp ∆Τ

Fig. 5 Effect of air superficial velocity on temperature profile at
constant water superficial velocity (0.0421 m/s) for different
values of heat flux : a) 140 Watts, and b) 160 Watts.

3.2 EFFECT OF HEAT FLUX
Fig. 6 (a)&(b) shows the effect of heat flux on the local heat transfer
coefficient profile, with respect to the air superficial velocity. When air
superficial velocity increased the local heat transfer coefficient
increased for several values of heat flux. This is due to the high velocity
of air which led to more disturbances in the flow along with the
existence of the rib and provided higher turbulent flow. A periodic
redevelopment of the boundary layers over their rib caused a more
effective heat transfer, also, the existence of the rib increased heat
transfer area. Fig. 6 (a)&(b) also displays a comparison amidst the
experimental and the numerical data as the influence of water
superficial velocity increased on the local heat transfer coefficient
profile at different values of the heat flux, where solid and dotted lines
represented the experimental and numerical results, respectively.
Fig. (6-a), as the air superficial velocity increased from (1.0964 m/s to
2.193 m/s) at constant water superficial velocity and heat flux (0.0421
m/s and 120 Watts), respectively, the value of experimental and
numerical heat transfer coefficient increase from (466.2 W/m2 .K to
487.1 W/m2 .K), and from (456.4 W/m2 .K to 476.4 W/m2 .K),
respectively.
When water superficial velocity increase, the temperature
difference decease and heat transfer coefficient increase due to the
reduction in the time residence of mixture and increase the amount of

(13)

Where
•
m=
ρυΑ

(14)
From Eq. (13), it can be noted that, the temperature difference inversely
proportional with the air superficial velocity.
4
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water inside the channel, and adding of ribs provide a surface area for
heat transfer and interrupt the development of the boundary layer and
create turbulent flow inside the channel.
From fig. 6 (a)&(b), as the air superficial velocity increased from
(1.0964 m/s to 2.193 m/s) and water superficial velocity increased from
(0.0421 m/s to 0.1474 m/s), at constant heat flux (120 Watts),
respectively, the value of experimental and numerical heat transfer
coefficient increase from (466.2 W/m2 .K to 509.9 W/m2 .K), and from
(456.4 W/m2 .K to 490.0 W/m2 .K), respectively.
From Eq. (11) and Eq. (13), it can be observed that, the heat
transfer coefficient directly proportional with the water superficial
velocity and inversely proportional with the temperature difference,
since the heat transfer coefficient as show previously increased as the
water superficial velocity increased and temperature difference
decreased. The influence of air superficial velocity on the heat transfer
coefficient results was the same effect of water superficial velocity on
it, but with less percentage, about (2.4%) for channel fitted with semicircle rib, because water is the primary phase and have a thermal
conductivity higher than from the air.

was greater that smooth channel by 59%. Attributing the cause of this
effect to the presence of the ribs inside the channels, where these ribs
provide additional surface area for heat transfer and create a turbulence
flow by breaking the laminar-sub layer, and as a result of this effect, the
heat transfer coefficient increase because of both increased surface area
and increased turbulence.
Thus the channel fitted with semi-circle rib had a higher rate of
heat transfer of the smooth rib, because it had a sharpened edge and
smallest tip, so the area for the leading edge and the trailing edge
behavior was at its biggest value for the smooth rib and at its smallest
value for the semi-circle rib and this produces additional area for heat
transfer and generated a turbulence flow higher than the smooth rib.
The activity of the ribbed channel improved as the water superficial
velocity increased which produced an increase in the turbulent of the
flow and the recirculation as well to cause a decrease in the temperature
distribution inside the channel, this means an increase in the rate of heat
transfer. The flow at the leading edge of the rib had high velocity
whereas at the rib the flow was separated and reattached after the
trailing edge.

(a) Uw= 0.0421 (m/s)

Fig. 7 Comparison the local heat transfer coefficient of smooth and
ribbed channel at water superficial velocity (0.1474 m/s) and
heat flux (120 Watts).
The flow within the channel becomes more turbulence when the
superficial velocity of water and air increases as presented in Figs. (8-a)
to (8-b). These figures illustrate the behavior of experimental two-phase
flow utilizing the photos taken to flow within the channel and visually
comparing them with the contour of water volume fraction obtained
by numerical analysis. when air flow rate increased, the flow became
unstable and unsymmetrical over the heated plate with an increase in
the size and number of bubbles .This is due to the high velocity of water
and air led to a more disturbance in the flow.
Fig. (8-a), shows the images taken for the duct, the images focus
on the ribs region of the duct which means it doesn’t show the entire
duct. Fig. (8-b), shows the images taken for the numerically simulated
duct, the images show the entire duct which one of the privileges of
using the computational fluids dynamics such as Ansys Fluent. From
the previous figures, there is a good similarity between experimental
and numerical images, the simple difference between them is due to the
difference in time taken. All the numerical images were taken at the
same time (2.5 second), meanwhile, the experiment images were taken
at different times ranging from (1 to 5 second).
Fig. 9 (a)&(b) displays the distribution of static temperature within
test channel as the water flow rate increased for several values of heat
flux for each test. The experimental images for temperature distribution
captured by the thermal camera, were compared with numerical images
obtained utilizing ANSYS Fluent 15.0 where a good similarity for the
temperature distribution in the ribs region has been found as shown.
The contour color for all the tests is the same that is amidst from (287 315 k), where it can help to notice the variations of temperature

( b) Uw= 0.1474 (m/s)
Fig. 6 Effect of heat flux on heat transfer coefficient at water
superficial velocity: a) Uw= 0.0421 (m/s), and b)Uw= (0.1474
m/s)

3.3 Effect of Semi-Circle Rib
After understanding the flow phenomena through a ribbed channel and
its influence on both temperature distribution and heat transfer, it must
be compared with that of a similar smooth channel. Fig. 7 offers the
heat transfer coefficient for both smooth and ribbed channel at different
superficial velocities of air and constant water superficial velocity
(0.1474 m/s), and constant heat flux (120 Watts). It can be shown that
the heat transfer coefficient for channel fitted with semi-circle rib shape

5
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distribution with the raise in the heat flux or flow rate. The images of
Fig. (9a), shows the distribution of temperature just in the ribs region,
as the thermal camera was focused on this region. The images of Fig.
(9b), shows the distribution of temperature in the entire duct as the flow
of water and air passes over the heated rib.

4.

5.

Increasing the superficial velocity of water and air from
(0.0421 to 0.1474 m/s) and from (1.0964 to 2.193 m/s),
respectively, lead to increase the experimental and numerical
results of heat transfer coefficient through ribbed channel was
greater than a smooth channel by (59% and 57% for channel
fitted with semi-circle rib). This occurs at constant heat flux
(120 Watts).
Temperature distribution has an inverse proportional with the
superficial velocity of water and air along the channel for the
turbulent two-phase flow, were increasing these variables
leads to a decrease in the temperature difference along the
channel.

NOMENCLATURE
A
D
E
G
h
I
k
m•
p
q
Q
Re
t
T
U
ʋ
w

a. Experimental
b. Numerical
Fig. 8 The Contours of water volume fraction at 0.0421 m/s water
superficial velocity and heat flux 120 W for Semi-Circle Rib
Fig. 9 offers the contours of temperature distribution through a
channel supplied with semi-circle rib at several values of air superficial
velocity and constant heat flux. The temperature distribution over the
rib wall decreased as the air superficial velocity increased due to the
increase in the amount of air and reduce the time residence of the flow
inside the channel according to Eq. (13).

Greek Symbols
∆P
pressure drop (Pa)
∆T
temperature difference (Cº)
µ
dynamic viscosity
(kg/m. s)
ɛ
turbulent dissipation rate (m2/s3)
α
volume fraction
ρ
mass density (kg/m3)
к
turbulent kinetic energy (m2/s2)
Tin
inlet temperature (Cº)
Tout
outlet temperature (Cº)
surface Rib temperature (Cº)
Ts
bulk temperature of the mixture (Cº)
Tb
Q
volume flow rate (m3/s)
Y
position heat transfer coefficient in y-direction (m)
L
heated surface length (m)

a. Experimental
b. Numerical
Fig. 9 Contours of static temperature at q = (120 watt), Uw = (0.0421
m/s), and Ua = (1.0964, 1.425, 1.6446, 1.864, 2.193 m/s),
respectively.

4.

cross-sectional area (m2 )
channel hydraulic diameter (m)
energy (J)
acceleration of gravity; Standard values = 9.80665 ( m/s2)
local heat transfer coefficient (W/m2.K)
turbulent intensity
thermal conductivity (W/m .K)
mass flow rate (Kg/s)
pressure (N/m2)
heat flux (Watts)
volume flow rate (m3/s)
Reynolds number
time (sec)
temperature (Cº)
superficial velocity (m/s)
mass averaged velocity (m/s)
wetted perimeter of the channel (m)

CONCLUSIONS

This work described an experimental and theoretical study of
temperature, local heat transfer coefficient, and the behavior of twophase flow through a rectangular ribbed channel. Stainless steel semi –
circle rib was used as a heated plate. Temperature was measured at five
locations along the test section. The temperature was measured at five
positions along the test channel. The behavior of two-phase flow was
photographed utilizing a Sony digital video camera and thermal camera.
Concluding comments are abstracted below.
1. While the air and water superficial velocities raise, the flow
grows, eddies develop nearby the surface of the rib.
2. While the air and water superficial velocities raise, the local
heat transfer coefficient increments due to the existence of the
rib which leads to raising the area of heat transfer.
3. Increasing the superficial velocity of water and air from
(0.0421 to 0.1474 m/s) and from (1.0964 to 2.193 m/s),
respectively, lead to improving the experimental and
numerical heat transfer coefficient by (11.5%, 10.9%) for the
channel fitted with semi-circle rib, respectively. This occurs
at constant heat flux (120 Watts).
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